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Issued to: SWASTIK PIPES LTD 

4 CENTRAL MARKET, WEST PUNJABI BAGH 
NEW DELHI DL 110026 INDIA 

  

This is to certify that
representative samples of

 METALLIC SPRINKLER PIPE 

See next page for models 
  

 Have been investigated by UL in accordance with the 
Standard(s) indicated on this Certificate. 

  

Standard(s) for Safety: UL 852, Standard for Metallic Sprinkler Pipe For Fire 
Protection 

Additional Information: See the UL Online Certifications Directory at 
www.ul.com/database for additional information 

 
 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's 
Listing and Follow-Up Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the 
word “LISTED”; a control number (may be alphanumeric) assigned by UL; and the product category 
name (product identifier) as indicated in the appropriate UL Directory. 
 
Look for the UL Listing Mark on the product. 
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This is to certify that representative samples of the product as specified on this certificate were tested 
according to the current UL requirements. 
 
Schedule 40 (black or galvanized) steel pipe in the 1/2, 3/4, 1, 1-1/4, 1-1/2, 2, 2-1/2, 3, 
4, 5, 6, 8, 10 and 12in. sizes. 
 
Schedule 30 (black or galvanized) steel pipe in the 8, 10 and 12 in. sizes. 
 
Schedule 20 (black or galvanized) steel pipe in the 8, 10 and 12 in. sizes. 
 
Schedule 10 (black or galvanized) steel pipe in the 3/4, 1, 1-1/4, 1-1/2, 2, 2-1/2, 3, 3-
1/2 4, 5, 6, 8, and 10 in sizes. 
 


